Minimizing Buckling of Wood Structural Panels

Form X480C
February 2012

Buckling of wood structural panel sheathing such as plywood and oriented strand board (OSB) occasionally results when moisture conditions cause the panels to expand. Although structural properties are not affected, the waviness affects the appearance and may cause concerns about serviceability. Builders can significantly reduce the potential for buckling by understanding the factors that contribute to buckling risk and by providing for the natural increase in panel dimensions that results from moisture exposure.

The tendency of expansion to cause buckling is related to mechanical and physical properties of the panels, natural variability of wood and installation techniques. Mechanical properties such as panel stiffness are important for resisting the stresses that develop as the panels try to expand. The physical properties of the panels, such as the orientation of veneers or strands, will influence the panels’ dimensional response to moisture conditions. Installation practices, such as panel edge spacing and nailing sequence, are important to minimize the build-up of stresses that can cause buckling. The APA literature referenced at the end of this Technical Note provides basic installation recommendations.

Laboratory and field experience indicate that certain types of installation involve increased buckling risks that merit special attention. When one or more of the following factors are present, additional techniques should be considered to help assure best performance:

- Shear wall or diaphragm applications with edge nail spacing 4 inches o.c. or closer, and panels applied parallel to supports
- Use of 3-ply plywood panels with the face grain parallel to supports (i.e., walls)
- Use of oversized panels, such as 8’ x 8’ panels
- Panels installed within a few days of their manufacture
- Extended rainy weather where panels may become saturated with water

These applications can be high buckling risk because the conditions may reduce the standard panel edge gap’s effectiveness in absorbing the panel expansion. This is because: 1) The increased nailing schedule in some diaphragms and shear walls may essentially prevent any panel expansion, 2) Low panel stiffness in spans between the supports can lead to buckling from relatively low moisture-induced axial loads, 3) An oversize panel dimension allows panel expansion to build up, 4) To facilitate proper gluing, all panels are very dry at the time of manufacture – a condition that can lead to higher-than-expected expansion after the panels are in place, 5) During long periods of wet weather, panels may pick up more moisture than anticipated by the normal 1/8-inch spacing recommendation.
For these applications, the following techniques help offset the increased buckling risk:

**Panel Acclimation:** An effective step in the prevention of panel buckling is to acclimatize the sheathing panels to the building environment before installation. Including this step, whenever possible, reduces the amount of additional moisture absorption after panels are installed thereby reducing dimensional expansion between installation and end-use conditions, which in turn reduces buckling risk. This is especially important for newly manufactured panels, which are typically very dry and have a great potential for expansion. See APA Builder Tip: Storage and Handling of APA Trademarked Panels, Form U450, for more information.

**Panel Edge Spacing:** Additional attention to edge spacing may be required to mitigate the higher buckling risk. For newly manufactured panels, if the panels were not acclimated before installation, a 1/8-inch gap at edges and ends may be insufficient. For example, for oversized panels and/or factory-dry panels, consider increasing the panel gaps at ends and edges to 1/4 inch. This may require additional trimming of the panels to fit the framing module or by specifying a special size from the panel manufacturer (such as 1/4-inch undersized). Such special-cut panels may be denoted with edge gapping recommendations on the panels.

**Panel Nailing:** In applications where high-density nailing schedules are followed, such as some diaphragms and shear walls, simple edge gapping may not be effective. To allow for expansion of more densely nailed panels (nail spacing 4 inches o.c. or closer) and for panels subject to total jobsite water saturation, the following nailing sequence should be considered:

- Temporarily nail panels with a nail spacing of 12 or 24 inches o.c. at ends, edges and intermediate supports (rather than at the closer, specified shear wall or diaphragm schedule) during the framing phase of construction. For this initial nailing, use the nail size specified. With this lighter-than-specified nailing schedule, resultant panel expansion is more readily accommodated by the panel edge gaps.

After the panels become acclimated to jobsite moisture conditions and immediately prior to covering with siding or roofing, complete final nailing. Be aware that when the spaces between the panels close as the panels become acclimated, finish roofing materials installed too early in the moisture-absorption process may buckle upward over the closing panel-joint spaces. Waiting until the panels have absorbed the moisture will minimize the potential for shingle ridging or other types of buckling over panel joints.

**Note:** Panel spacing is an APA Recommendation, but not a model building code requirement, to provide installers with a means of minimizing the potential for panel buckling which can lead to an unsightly appearance and customer complaints. Panel buckling may be an aesthetic or serviceability issue but is not a structural deficiency. There is no reason to expect this recommended space to be maintained when the panels become acclimated after installation. Gaps that were initially present may have closed due to normal moisture-related expansion. If the flatness of sheathing or flooring panels is acceptable, APA generally recommends that any finish flooring, siding or roofing be installed as planned regardless of whether gaps are present.

**References:**

APA Builder Tip: Cut Callbacks with Proper Spacing and Nailing, Form M300
APA Engineered Wood Construction Guide, Form E30
APA Technical Note: Buckling of Structural Panel Sheathing, Form D481
APA Technical Note: Jumbo Panels for Nonresidential Roofs, Form W220
Minimize Buckling of Wood Structural Panels

We have field representatives in many major U.S. cities and in Canada who can help answer questions involving APA trademarked products. For additional assistance in specifying engineered wood products, contact us:

APA HEADQUARTERS
7011 So. 19th St. • Tacoma, Washington 98466 • (253) 565-6600 • Fax: (253) 565-7265

PRODUCT SUPPORT HELP DESK
(253) 620-7400 • E-mail Address: help@apawood.org

DISCLAIMER
The information contained herein is based on APA – The Engineered Wood Association’s continuing programs of laboratory testing, product research and comprehensive field experience. Neither APA, nor its members make any warranty, expressed or implied, or assume any legal liability or responsibility for the use, application of, and/or reference to opinions, findings, conclusions or recommendations included in this publication. Consult your local jurisdiction or design professional to assure compliance with code, construction and performance requirements. Because APA has no control over quality of workmanship or the conditions under which engineered wood products are used, it cannot accept responsibility for product performance or designs as actually constructed.

Form No. X480C/Revised February 2012

www.apawood.org